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G0.01

Cover Sheet

Gostov Boulangerie & Brasserie,
Inc.

THE PROJECT CONSISTS OF THE INSTALLATION OF MILLWORK, COUNTERTOPS, 
DOORS, ELECTRICAL, AND ASSOCIATED MECHANICAL WORK FOR A FOOD SERVICE 
AREA. 

SIGNAGE IS NOT INCLUDED IN THE SCOPE OF WORK FOR THIS PROJECT. AN 
APPLICATION FOR THE SIGNAGE PERMIT SHALL BE SUBMITTED UNDER SEPARATE 
COVER. 

DESCRIPTION OF WORKAPPLICABLE CODES
THE BUILDING CODE FOR THIS PROJECT IS THE VIRGINIA EXISTING BUILDING CODE 
(VEBC) 2018 EDITION. ALL WORK SHALL CONFORM TO THE BUILDING CODE.

THE PROJECT IS CLASSIFIED AS A LEVEL 2 ALTERATION UNDER SECTION 603 OF 
THE VIRGINIA EXISTING BUILDING CODE (VEBC) 2018 EDITION. ALL WORK SHALL 
CONFORM TO THE BUILDING CODE.

THE ACCESSIBILITY CODE FOR THIS PROJECT IS THE ANSI A117.1-2017. 

MATERIALS

DRAWING SYMBOLS

BUILDING CODE
ORIGINAL YEAR BUILT:

EXISTING USE GROUP:

PROPOSED USE GROUP:

CONSTRUCTION TYPE:

SPRINKLERED:

FIRE ALARM:

EXISTING BUILDING AREA:

EXISTING BUILDING HEIGHT:

PROJECT AREA:

1942

B

A-2

IIIB

NO

NO

3,160 SF

2 STORIES + BASEMENT W / ATTACHED GARAGE

279 SF

IN INCH

INSUL INSULATION

INT INTERIOR

MAX MAXIMUM

MECH MECHANICAL

MIN MINIMUM

MO MASONRY OPENING

MPE MECHANICAL, PLUMBING, &
ELECTRICAL

MTL METAL

N NORTH

NIC NOT IN CONTRACT

OC ON CENTER

OCC OCCUPANT(S)

PLUMB PLUMBING

PLYWD PLYWOOD

POS POINT OF SALE

RCP REFLECTED CEILING PLAN

REQD REQUIRED

RM ROOM

S SOUTH

SIM SIMILAR

SQ SQUARE

SS STAINLESS STEEL

STL STEEL

STOR STORAGE

THRU THROUGH

TLT TOILET

TYP TYPICAL

UL UNDERWRITER'S LABORATORIES

UNO UNLESS NOTED OTHERWISE

VIF VERIFY IN FIELD

W WEST

W/ WITH

W/O WITHOUT

WD WOOD

WH WATER HEATER

# NUMBER

& AND

ABBR ABBREVIATION

AFF ABOVE FINISH FLOOR

ALUM ALUMINUM

ARCH ARCHITECTURAL

ASTM AMERICAN SOCIETY OF TESTING &
MATERIALS

BD BOARD

BLDG BUILDING

BLKG BLOCKING

CLOS / CL CLOSET

CMU CONCRETE MASONRY UNIT

CO CLEANOUT

COL COLUMN

CONC CONCRETE

CONST CONSTRUCTION

DEMO DEMOLITION

DF DRINKING FOUNTAIN

DIM DIMENSIONS

DR DOOR

E EAST

EL ELEVATION

ELEC ELECTRIC

EQ EQUAL

ETR EXISTING TO REMAIN

EXIST EXISTING

EXT EXTERIOR

FD FLOOR DRAIN

FLR FLOOR

FS FLOOR SINK

FT FEET/FOOT

GWB GYPSUM WALL BOARD

HC HOLLOW CORE

HDWR HARDWARE

HR HOUR

LOCATION MAP

ABBREVIATIONS

PHASING

MOUNT VERNON OVERLAY DISTRICT

CHANGE OF OCCUPANCY PARKING CALCULATIONS

1" = 20'-0"G0.01

1 ARCHITECTURAL SITE PLAN

0' 10' 20' 30'

SCALE: 1" = 20'

ZONING CODE

OCCUPANCY AND 
WATER CLOSET CALCULATIONSHAVING FRONTAGE ON MOUNT VERNON AVENUE, THIS PROPERTY LIES WITHIN THE 

OVERLAY ZONE AS OUTLINED IN SEC 6-602(A), AND WITHIN THE RETAIL FOCUS AREA 
AS OUTLINED IN SEC 6-602(B) OF THE MOUNT VERNON AVENUE URBAN OVERLAY 
ZONE AND AS DOCUMENTED ON THE MOUNT VERNON URBAN OVERLAY MAP (2017).   

PER SEC 6-603(C)2 OF THE ZONING ORDINANCE OF THE CITY OF ALEXANDRIA, 
VIRGINIA, A RESTAURANT IS PERMITTED, MEETS THE SEC 6-601(A) PROVISION OF 
PROMOTING AN ACTIVE RETAIL STREET, AND MEETS FIRST FLOOR REQUIREMENTS FOR 
RETAIL AND NEIGHBORHOOD FOCUS USES INDICATED IN SEC 6-603(C).

PER THE ZONING ORDINANCE OF THE CITY OF ALEXANDRIA, VIRGINIA, THIS PROPERTY 
IS ZONED 'CL' ("SMALL SCALE RETAIL AND SERVICE USES OFFERING PEDESTRIAN 
ORIENTED SHOPPING AND SERVICES FOR INDIVIDUAL CONSUMERS AND HOUSEHOLDS 
LOCATED PRIMARILY IN NEARBY RESIDENTIAL AREAS."). 

PARKING CLASS        AREA (SF)   MIN  MAX  PER AREA (SF)  REQ'D MIN   REQ'D MAX

PARKING FACTOR PARKING PARKING 

OFFICE - SECOND FLOOR        1,296       

PER CHAPTER 7 OF THE VEBC, THE BUILDING IS CHANGING USE FROM B,  
BUSINESS TO A-2, ASSEMBLY (RESTAURANT).

PER SEC 704.2 OF THE VEBC AND SEC 903.2.1.2 OF THE 2018 VCC, THE 
A-2 RESTAURANT IS LESS THAN 5,000 SF, HAS AN OCCUPANT LOAD OF 
LESS THAN 100, AND IS LOCATED ON THE LEVEL OF EXIT DISCHARGE, AND IS 
THEREFORE EXEMPT FROM HAVING TO PROVIDE AN AUTOMATIC SPRINKLER 
SYSTEM. AN AUTOMATIC SPRINKLER SYSTEM IS NOT REQUIRED.

PER SEC 705.3.5 EXCEPTION (3), THE EXISTING INTERIOR STAIRWAYS SHALL 
HAVE A 30-MINUTE ENCLOSURE. A NEW INTERIOR 30-MINUTE RATED DOOR 
HAS BEEN ADDED TO THE EXISTING STAIR TO SATISFY THE 30 MINUTE 
ENCLOSURE REQUIREMENT.

SEE 'OCCUPANCY LEGEND' ON G1.01 FOR OCCUPANCY CALCULATIONS.

2213 MOUNT VERNON AVENUE IS LOCATED WITHIN THE ZONE MARKED "ENHANCED TRANSIT 
AREA."

PER ZONING CODE SECTION 8-200, A, 17 & 19: 

OFFICE - FIRST FLOOR               228

RESTAURANT - FIRST FLOOR       947
RESTAURANT - BASEMENT          263 

(K)    EXIST   263     200         2      1  PER   75      0.03
(S)    EXIST   256     300         1      1  PER 100      0.01

SUBTOTAL     1,524     0.25 1.50     1,000             0.25          1.50

SUBTOTAL     1,210     1.00 3.00     1,000            1.00           3.00

TOTAL        1.25           4.50

N

Mechanical, Electrical & Plumbing Engineer:

MEGA CONSULTING ENGINEERS, PLLC

3615 Chain Bridge Road, Suite H
Fairfax, VA 22030
703-470-7782

3/23/2022

PER ZONING CODE SECTION 8-100, A, 9, "NONRESIDENTIAL USES THAT HAVE A MINIMUM 
PARKING REQUIREMENT OF 2 SPACES OR LESS SHALL BE EXEMPT FROM PROVIDING THE 
SPACES." THE REQUIRED PARKING IS ZERO (0) SPACES.

OUTDOOR DINING, AS REFERENCED IN ZONING CODE SECTION 8-200, A, 17,c, SHALL BE 
PERMITTED BY THE OWNER UNDER A SEPARATE PROCESS. 

/

No. Revision Date
1 Permit Review Comments 05/02/2022

VICINITY MAP

FUNCTION OF 
SPACE PHASE 

AREA
(SF) 

OCC LOAD
FACTOR

WATER CL 
REQ'D

WATER CL 
RATIO

OCCUPANT COUNT PER 
VCC TABLE 1004.5

PLUMB FIXTURES REQD
PER VPC TABLE 403.1

OCC 
COUNT

BASEMENT 
ABBR

COMMERCIAL KITCHEN
ACCESSORY STORAGE, 
MECH EQUIP RM

FIRST 
FLOOR 

SECOND 
FLOOR 

ASSEMBLY AREAS,  
UNCONCENTRATED 
TABLES & CHAIRS

(AU)   NEW    685       15       46      1  PER   75      0.61

(K)    NEW    262     200         2      1  PER   75      0.03COMMERCIAL KITCHEN
(B)    EXIST   228     150         2      1  PER   25      0.08BUSINESS
(S)    EXIST     32     300         1      1  PER 100      0.01ACCESSORY STORAGE, 

MECH EQUIP RM

(B)    EXIST 1,296    150         9      1  PER   25      0.36BUSINESS

TOTAL:      54                          0.77

TOTAL:       9                           0.36

THE BASEMENT AND FIRST FLOOR RESTAURANT ARE REQUIRED TO HAVE 0.77 OR 1 TOILET; THERE
IS 1 TOILET ON THE FIRST FLOOR THAT IS EXISTING TO REMAIN.

THE SECOND FLOOR BUSINESS OFFICE IS REQUIRED TO HAVE 0.36 OR 1 TOILET; THERE ARE 2 
TOILETS ON THE SECOND FLOOR THAT ARE EXISTING TO REMAIN.
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G1.01

Basement, First Floor and Second
Floor Egress Plans & Occupancy
Calculations

Gostov Boulangerie & Brasserie,
Inc.

0' 2' 4' 8'

SCALE: 1/4" = 1'-0"

N N

PHASING

1/4" = 1'-0"G1.01

1 FIRST FLOOR EGRESS PLAN
1/4" = 1'-0"G1.01

2 BASEMENT EGRESS FLOOR PLAN
1/4" = 1'-0"G1.01

3 SECOND FLOOR EGRESS PLAN

N

TOTAL BASEMENT OCCUPANTS = 3 TOTAL FIRST FLOOR OCCUPANTS = 51 TOTAL SECOND FLOOR OCCUPANTS = 9

Mechanical, Electrical & Plumbing Engineer:

MEGA CONSULTING ENGINEERS, PLLC

3615 Chain Bridge Road, Suite H
Fairfax, VA 22030
703-470-7782

3/23/2022

No. Revision Date
1 Permit Review Comments 05/02/2022
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AD1.01

Basement and First Floor
Demolition Plans

Gostov Boulangerie & Brasserie,
Inc.

0' 2' 4' 8'

SCALE: 1/4" = 1'-0"

GENERAL DEMOLITION NOTES

1. ALL EXISTING DIMENSIONS AND CONDITIONS SHALL BE FIELD VERIFIED.

2. REQUIRED DEMOLITION SHALL NOT BE LIMITED TO THAT PORTION ON THE PLANS, BUT 

SHALL INCLUDE ALL NECESSARY WORK (OR INCIDENTAL THERE TO) TO COMPLETE THE 

WORK IN ACCORDANCE WITH THE CONTRACT DOCUMENTS.

3. REMOVE FLOOR, WALL, AND CEILING FINISHES AND CONSTRUCTION AS INDICATED.

4. REPAIR EXISTING CONSTRUCTION TO REMAIN WHERE MECHANICAL, PLUMBING, FIRE 

PROTECTION, AND ELECTRICAL WORK IS REMOVED TO MATCH EXISTING 

CONSTRUCTION. WHERE MASONRY IS EXPOSED, TOOTH-IN NEW WORK WITH FULL-

SIZE MASONRY UNITS.

5. PREPARE REMAINING SPACE TO RECEIVE NEW CONSTRUCTION. PATCH ALL AREAS 

INCLUDING BUT NOT LIMITED TO ROOFS, WALLS, FLOORING, AND SLABS. ALL PATCH 

WORK TO MATCH EXISTING.

6. PATCH AS REQUIRED TO ACCOMMODATE NEW MECHANICAL, PLUMBING, AND 

ELECTRICAL WORK. REFER TO ENGINEERING DRAWINGS. ALL NEW WORK SHALL BE 

CONCEALED UNLESS NOTED OTHERWISE.

1/4" = 1'-0"AD1.01

1 BASEMENT DEMOLITION FLOOR PLAN

N N

PHASING

1/4" = 1'-0"A6.01 AD1.01

2 FIRST FLOOR DEMOLITION PLAN

Mechanical, Electrical & Plumbing Engineer:

MEGA CONSULTING ENGINEERS, PLLC

3615 Chain Bridge Road, Suite H
Fairfax, VA 22030
703-470-7782

3/23/2022

No. Revision Date
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2213 Mount Vernon Avenue
Alexandria, VA 22301

AD1.02

Basement and First Floor
Demolition RCPs

Gostov Boulangerie & Brasserie,
Inc.

0' 2' 4' 8'

SCALE: 1/4" = 1'-0"

1. ALL EXISTING DIMENSIONS AND CONDITIONS SHALL BE FIELD VERIFIED.

2. REQUIRED DEMOLITION SHALL NOT BE LIMITED TO THAT PORTION ON THE PLANS, BUT 

SHALL INCLUDE ALL NECESSARY WORK (OR INCIDENTAL THERE TO) TO COMPLETE THE 

WORK IN ACCORDANCE WITH THE CONTRACT DOCUMENTS.

3. REMOVE FLOOR, WALL, AND CEILING FINISHES AND CONSTRUCTION AS INDICATED.

4. REPAIR EXISTING CONSTRUCTION TO REMAIN WHERE MECHANICAL, PLUMBING, FIRE 

PROTECTION, AND ELECTRICAL WORK IS REMOVED TO MATCH EXISTING 

CONSTRUCTION. WHERE MASONRY IS EXPOSED, TOOTH-IN NEW WORK WITH FULL-SIZE 

MASONRY UNITS.

5. PREPARE REMAINING SPACE TO RECEIVE NEW CONSTRUCTION. PATCH ALL AREAS 

INCLUDING BUT NOT LIMITED TO ROOFS, WALLS, FLOORING, AND SLABS. ALL PATCH 

WORK TO MATCH EXISTING.

6. PATCH AS REQUIRED TO ACCOMMODATE NEW MECHANICAL, PLUMBING, AND 

ELECTRICAL WORK. REFER TO ENGINEERING DRAWINGS. ALL NEW WORK SHALL BE 

CONCEALED UNLESS NOTED OTHERWISE.

N N

PHASING

1/4" = 1'-0"AD1.02

1 BASEMENT DEMOLITION RCP
1/4" = 1'-0"AD1.02

2 FIRST FLOOR DEMOLITION RCP

GENERAL DEMOLITION NOTES

DEMOLITION RCP SYMBOLS Mechanical, Electrical & Plumbing Engineer:

MEGA CONSULTING ENGINEERS, PLLC

3615 Chain Bridge Road, Suite H
Fairfax, VA 22030
703-470-7782

3/23/2022

No. Revision Date
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A1.01

Basement and First Floor Plans

Gostov Boulangerie & Brasserie,
Inc.

0' 2' 4' 8'

SCALE: 1/4" = 1'-0"

N N

PHASING

1/4" = 1'-0"A1.01

1 BASEMENT FLOOR PLAN
1/4" = 1'-0"A1.01

2 FIRST FLOOR PLAN

GENERAL NEW WORK NOTES

1. DIMENSIONS ARE TO FINISH FACE OF CONSTRUCTION UNLESS OTHERWISE INDICATED.

2. OUTSIDE OF DOOR JAMBS TO BE 4" FROM WALL INTERSECTION UNLESS OTHERWISE INDICATED.

3. PROVIDE NON-COMBUSTIBLE OR FIRE RETARDANT TREATED WOOD BLOCKING IN PARTITIONS 

WHERE REQUIRED TO SUPPORT WALL MOUNTED ITEMS SUCH AS TELEVISIONS, DIGITAL MEDIA 

PLAYERS, DRY ERASE BOARDS, SMART BOARDS, ETC. SEE FLOOR PLAN. GC SHALL COORDINATE 

WITH OWNER FOR LOCATIONS OF BLOCKING. THE OWNER SHALL PROVIDE THESE WALL MOUNTED 

DEVICES.

4. "TOOTH-IN" MASONRY WHERE ALTERING OR REPAIRING EXISTING MASONRY. MORTAR COLOR 

SHALL MATCH EXISTING MORTAR.

Mechanical, Electrical & Plumbing Engineer:

MEGA CONSULTING ENGINEERS, PLLC

3615 Chain Bridge Road, Suite H
Fairfax, VA 22030
703-470-7782

3/23/2022

No. Revision Date



ART GLASS PENDANT FIXTURE - ETR
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